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Spray Water Tank

Heat Counter

Pump

Cabinet

Temperature Sensor

Heat Storage Tank
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Fresh Water

300 to 800 Litres

Heat Storage Tank

Preheated Water
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KABELKANAL 50x50

Wastewater Heat Exchanger

Type ZWT-980

3° to 10°

Inclination Temp.

Sensor

Filling

Station

Cold Spray Water

1 x 3 minutes per week
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Expansion

Tank

- Difference Temperature Control

Control Unit including

- Time Switch

- Main Switch

Temperature Sensor

Heat Exchanger
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Installation Plan, Heat Recovery with
FERNETT Wastewater Heat Exchanger Type ZWT-980

Buffer Fluid according

to DIN 1988 Part 4
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